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Abstract: The doubly-fed induction generator has significant features compared to the fixed
speed wind turbine, which has popularised its application in power systems. Due to partial
rated back-to-back converters in the doubly-fed induction generator, fault ride-through capability
improvement is one of the important subjects in relation to new grid code requirements. To enhance
the fault ride-through capability of the doubly-fed induction generator, many studies have been
carried out. Fault current limiting devices are one of the techniques utilised to limit the current level
and protect the switches, of the back-to-back converter, from over-current damage. In this paper,
a review is carried out based on the fault current limiting characteristic of fault current limiting
devices, utilised in the doubly-fed induction generator. Accordingly, fault current limiters and
series dynamic braking resistors are mainly considered. Operation of all configurations, including
their advantages and disadvantages, is explained. Impedance type and the location of the fault
current limiting devices are two important factors, which significantly affect the behaviour of the
doubly-fed induction generator in the fault condition. These two factors are studied by way of
simulation, basically, and their effects on the key parameters of the doubly-fed induction generator
are investigated. Finally, future works, in respect to the application of the fault current limiter for
the improvement of the fault ride-through of the doubly-fed induction generator, have also been
discussed in the conclusion section.
Keywords: fault current limiters; doubly-fed induction generator; fault ride-through; superconductor;
series dynamic braking resistor
1. Introduction
With the high penetration level of wind energy conversion systems in the grid, power system
operators encounter new challenging issues, which could affect the stability of the power system.
Therefore, keeping the wind turbines connected to the grid during faults with high wind power
penetration is important, which is known as fault ride-through (FRT) capability [1].
Due to many significant characteristics of doubly-fed induction generator (DFIG) based wind
turbines, they are widely employed in the power system, especially for the multi-megawatt
applications [2]. In the configuration of the DFIG, the stator of the DFIG is directly connected to
the grid, and the rotor circuit is linked to the network by partial-scale back-to-back voltage source
converters. During the fault condition, a transient over-current goes through the rotor circuit towards
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the rotor side converter (RSC). The rotor over-current can either trip out the DFIG or damage the
power electronic devices [3]. Therefore, keeping the DFIG based wind turbine connected to the utility
and preventing the equipment from damage are important during the fault. For secure power system
operation, the wind turbines should meet the grid requirements. The FRT requirement varies from
country to country, following characteristics of the power system as shown in Figure 1 [4]. Among
the different grid codes, which are regulated by the various operators, the E.ON grid code has the
most severe FRT requirements [1,5]. With regard to E.ON grid code, even if the point of the common
coupling (PCC) voltage drops to zero for 150 ms after the fault occurrence, the wind turbine must not
be disconnected from the grid.
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In the literature, different methods have been studied to enhance the FRT capability of the DFIG [6].
The previous introduced approaches can be classified as crowbar (active and passive) [7,8], DC braking
chopper [9], new configurations for the DFIG [10,11], the advanced control techniques in back-to-back
voltage source converters [12], and adding new hardware into the DFIG.
When adding new hardware into the DFIG, one of the common techniques is to employ fault
current limiting devices to improve the FRT capability of the DFIG. Fault current limiters (FCLs) and
series dynamic braking resistors (SDBRs) are placed in series connection, in different locations, in
the DFIG (the stator side, the terminal, the DC link between the RSC and the DC-link capacitor, and
the rotor side). In this paper, a review of most of the existing literature, which investigates the fault
current limitation in the DFIG, is carried out. To improve the FRT capability of the DFIG, different
configurations of the FCLs have been employed. Figure 2 shows the diagram of all employed FCLs to
enhance the FRT capability of the DFIG. The operational behaviour of each configuration is briefly
discussed in normal and fault conditions. The FCL structures can be categorized with respect to their
impedance type during the fault condition. In the simulation section, the impedance type and the
FCL’s location will be discussed, which have various impacts on the key parameters of the DFIG. In
this review, the detailed operation of the configurations is not considered, only the functionality is
considered. Moreover, the steady state of the fault condition is discussed, which essentially depends
on the type and size of the impedance in the fault current limiting devices.
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2. Doubly-Fed Induction Generator
The configuration of the DFIG is shown in Figure 3A. During the fault condition, a very high
electromotive force (EMF) is induced in the rotor due to the electromagnetic interaction with the
stator and the rotor of the DFIG, which leads to over-voltage and over-current in the rotor side.
The over-voltage and the over-current could damage the RSC components if the semiconductor
switches are continuously trigged in the fault condition. In this situation, the rotor high-transient
over-current passes through the switches.
Meanwhile, the excess active power, which is not able to be delivered to the power system in
the fault condition, charges the DC-link capacitor and rapidly increases the DC-link voltage. So,
with regard to Figure 3A, the DC braking chopper typically operates to dissipate the excess energy and
keep the DC-link voltage (VDC) in a constant value. It should be noted that, because of the operation of
the DC braking chopper and the time-varying characteristics of the electromagnetic interaction with the
stator and the rotor, the response of the DFIG is very non-linear. However, during the fault, the DC-link
voltage is almost kept constant when the DC braking chopper operates. In a static stator-oriented
reference frame, the rotor and the stator fluxes,
→
ψr,
→
ψ , and the rotor and the stator voltages,
→
v r,
→
v s,
are expressed as follows with respect to the Park model of the DFIG [13]:
→
v s = Rs
→
i s +
d
→
ψ s
dt
(1)
→
v r = Rr
→
i r +
d
→
ψr
dt
− jωr
→
ψr (2)
→
ψ s = Ls
→
i s + Lm
→
i r (3)
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→
ψr = Lm
→
i s + Lr
→
i r (4)
whereby
→
i , ω, R, and L represent current, angular frequency, resistance, and inductance, respectively.
Additionally, stator, mutual, and rotor parameters are mentioned by subscripts of s, m, and r,
respectively. By means of (3) and (4),
→
ψr is computed with respect to
→
i r and
→
ψ s. (5) expresses→
ψr as follows: 
→
ψr =
Lm
→
ψ s
Ls + σLr
→
i r
σ = 1− L
2
m
Ls Lr
(5)
whereby the leakage coefficient is represented by σ. To calculate the rotor voltage with respect to (2)
and (5), the following expression is deduced:
→
v r =
→
v ro︷ ︸︸ ︷
Lm
Ls
(
d
dt
− jωr
)
→
ψ s +
(
Rr + σLr(
d
dt
− jωr)
)→
i r (6)
whereby
→
v ro denotes the rotor voltage when the rotor is in an open circuit condition and the rotor
current is zero. If the reference frame is changed from a static stator-oriented reference frame to a
rotor-oriented reference frame, the rotor voltage is expressed in (7):
→
v
r
r =
→
v
r
ro +
(
Rr + σLr
d
dt
)→
i
r
r (7)
whereby
→
v
r
r,
→
v
r
ro, and
→
i
r
r are the rotor voltage, the open circuit rotor voltage, and the rotor current in
the rotor-oriented reference frame, respectively. With regard to (7), the rotor side electrical circuit is
modelled by a three-phase voltage source of
→
v
r
ro, the rotor resistance (Rr), and the transient inductance
(σLr) during the fault condition. The level of rotor transient over-current will be changed with regard
to the fault instant, the type of fault, and the voltage sag depth [14]. For instance, during a symmetrical
grid fault, the open circuit rotor voltage (
→
v
r
ro) includes two expressions as follows:
→
v
r
ro = (1− p)Vs
Lm
Ls
sejsωst − Lm
Ls
(
1
τs
+ jωr
)
pVs
jωs
e−jωrte
−t
τs (8)
whereby the pre-fault stator voltage magnitude, the voltage sag depth, and the slip are represented by
Vs, p, and s during the symmetrical grid fault, respectively. Also, τs decaying time constant is equal to
Ls/Rs.
The schematic of control circuits for the rotor side converter and the grid side converter are
presented in Figure 3B [15]. In both control systems, proportional–integral (PI) controllers are employed
for regulation. In the rotor side converter, the reference active power (Pref) is computed in respect to
maximum power point tracking and then the extracted active power (Pextract), which depends on the
wind speed, is compared to Pref. Consequently, the d-axis reference current of the rotor is achieved.
Meanwhile, the reference value for the reactive power of the stator (Qs-ref) is considered zero. Therefore,
during the normal operation, the absorbed reactive power (Qs) from the stator side of the DFIG will
be equal to the reference value, and the required reactive power for the DFIG will be covered by the
back-to-back converters. To maintain the DC-link voltage in constant value, the grid side converter
provides the active power to the rotor side. Therefore, the d-axis reference current is obtained by
comparing the DC-link voltage with the reference value (VDC-ref). Meanwhile, the reactive power (Q)
in the GSC and the RSC is adjusted by the reference value of Qref.
Appl. Sci. 2018, 8, 2059 5 of 24
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3. Fault Ride-Through
As mentioned in the introduction, there are different methods to improve the FRT capability of the
DFIG. Advanced control methods are discussed mostly in the research papers. These methods control
active and reactive power injections, of the DFIG, to restore the PCC voltage during the fault. Most of
these methods are complicated and thus they are not so interesting for the industry [16]. Furthermore,
during the zero-voltage sag in the PCC, the terminal voltage, as a reference, will be lost and the control
method might be inapplicable [17].
Another method is to change the configuration of the DFIG. In this situation, the changes happen
in the back-to-back converters. A fault-tolerant DFIG-based wind turbine has been proposed to
enhance the FRT capability [10,18]. The configuration of the proposed DFIG is shown in Figure 4.
Instead of utilising a general, six-semiconductor-switch converter, a nine-switch GSC has been used.
In normal operation, three lower switches are in the on state. When a fault occurs, three lower switches
operate to compensate the voltage on the neutral side of the winding in the stator. Another change
in the configuration of the conventional DFIG has been studied in [11,19]. The proposed scheme is
shown in Figure 4, in grey. Similar to the conventional DFIG, the stator is directly linked to the grid
through the terminal. However, an extra converter, which is connected to the star point of the stator
winding, is employed to provide an effective active power transfer to the grid, and a better power
Appl. Sci. 2018, 8, 2059 6 of 24
system disturbance ride-through during the low voltage. As it is clear from Figure 4, these changes in
the configuration of the conventional DFIG are probably not of interest to industry. However, to be
practically implemented, they should have economical justification.
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Figure 5b shows the variation of the leakage coefficient by changing the FCL’s impedance. As it 
is clear by (9), by increasing the inductance of the FCL in the stator side, the value of rotor back-EMF 
Figure 4. The doubly-fed induction generator (DFIG) configuration with the most well-known fault
ride-through (FRT) enhancement approaches. DVR: Dynamic voltage restorers; STATCOM: Static
synchronous compensator.
Adding extra hardware is another scheme to improve the FRT capability of the DFIG. Crowbar
protection, DC braking chopper, voltage sag compensation devices, and fault current limiting devices
are employed as extra hardware in t e DFIG to enhance the ride-through capability during the fault
condition. The crowbar protection is the most well-known scheme, which is practically employed and
utilise in the FRT improveme t of the DFIG. The configuration of t e crowbar is shown in Figure 4.
The crowbar includes a three-phase diode bridge rectifier, a bypass resistance, and a switch (either a
semiconductor switch, such as an isolated gate bipolar transistor in the active crowbar, or a switch
such as a thyristor in the conventional crowbar). The active crowbar has been introduced to overcome
the continuous absorption of the reactive power by the squirrel-cage induction generator in the
conventional crowbar [7]. To operate the active crowbar by a semiconductor switch and cease the RSC
switching, a thre hold urrent or a threshold voltage is efined regarding the transient over-current
in the rotor side or the over-v ltage in the D link, respectively. When ver the measured current
voltage is less than the threshold current volt g , the DFIG converters resume to normal op ratio [8].
The RSC stop and the reactive power absorption by the ctive crowbar are the main disadvantages of
this meth d.
DC braki g chopper is another scheme to keep the DC-link volt ge value i the safe are of
peration during the fault conditio . The schematic of the DC chopper is depicted in Figure 4.
The parallel connected configuration of the DC chopper consists of a resistor in series with a
semiconductor switch. An anti-parallel diode is also utilised to protect the chopper switch from
voltage spike when the semiconductor switch goes to the off state. However, the DC braking chopper
does not effectively restrict the rotor transient over-current. Therefore, high-rated anti-parallel diodes
should be employed in the RSC [9]. Similar to the crowbar scheme, when the DC chopper is activated,
the RSC switching is ceased.
A static synchronous compensator (STATCOM), as the voltage sag compensation device, has
been discussed in [20]. Figure 4 shows the location and simple configuration of the STATCOM.
Due to the low capacity of back-to-back converters, in case of the fault in the weak utility, there is
a possibility of a voltage instability. Accordingly, voltage sag compensation devices, such as the
STATCOM, have been proposed to support the voltage profile during the fault condition. There are
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coordinated and independent reactive power controls between the STATCOM and the DFIG [20,21].
In the independent control method, the voltage control is only done by the STATCOM. The STATCOM
should be incorporated with a fault current limiting method because it is not solely able to restrict
the fault current level in the RSC. Also, the dynamic voltage restorer (DVR) is another voltage sag
compensation device, which have been utilised to overcome voltage sag during the fault. In Figure 4,
the simple configuration of the DVR is presented. Similar to the STATCOM, auxiliary methods should
be incorporated with the DVR, such as changing the control method of the back-to-back converters
or the pitch angle control [22]. It should be noted that these mentioned devices require large storage
capacity and a high number of semiconductor switches.
From a fault current limiting point of view, the FCLs and the SDBRs are employed to restrict
the fault current level in the DFIG. Up until now, many configurations of FCLs have been proposed
and studied. The FCL structures can be divided into two categories, with regard to impedance type
and components. Considering the impedance type, they are resistive, inductive, resistive-inductive,
and resonance type FCLs. Meanwhile, whether a superconductor is utilised or not, there is another
category [23]. Recently, a new approach of applying the FCLs has been proposed that has the capability
of producing variable resistance [24]. Considering the component type, the FCLs are either a solid
state or saturated core transformer [14]. Despite the current limiting characteristics of the FCLs, they
have been employed for different applications. From a transient stability point of view, the application
of variable and controllable resistance FCLs has been proved [24]. Regarding the location of the FCLs,
they are also employed to compensate the voltage sag in the PCC [25].
In order to improve the FRT capability of the DFIG, the FCLs are placed in different locations
of the DFIG. Figure 3A shows the studied locations in the literature. In each location, with respect
to the FCL impedance type, the impacts on the key parameters of the DFIG are different during the
fault condition. From the FCL’s location point of view, the FCLs are mostly located at the terminal
side and the stator side of the DFIG. Some of the FCLs are placed in the rotor side and a few of the
configurations are in the DC link. Meanwhile, from an impedance point of view, the FCLs are mostly
the resistive type, as it is clear from Figure 2. In the following section, it will be discussed how the
impedance type and the FCL’s location could affect the FRT capability of the DFIG based wind turbine.
The potential best choice of location and impedance type, in order to obtain the most favourable FRT
capability of the DFIG, will be mentioned. In the following section, the FCLs’ structures are categorized
based on the impedance type.
4. Fault Current Limiting Devices
As mentioned, the FCLs and the SDBRs are employed as the fault current limiting devices to
enhance the FRT capability of the DFIGs. At first, different structures of the FCLs and SDBRs are studied
regarding the impedance type of each configuration, and then a comparison will be finally done.
4.1. Non-Superconducting FCL
4.1.1. Inductive Type FCL: Non-Controlled FCL
In [26], a cost-effective topology of a non-controlled FCL, to improve the FRT capability of the
DFIG, has been studied. The non-controlled FCL is placed in the rotor side, which is shown in
Figure 5a. Its configuration is similar to a three-phase bridge type FCL. The limiting inductance is a
non-superconductor (NSC), which is cost-effective from an industrial point of view. Regarding the
location of the FCL, inserting the NSC either in the stator side or in the rotor side has different impacts.
When the non-controlled FCL is located in the stator side, regarding (9) and (10), the value of back-EMF
voltage and the transient inductance of the rotor are changed as follows:
→
V0r =
Lm
Ls + a2LFCL
d
→
ψ s
dt
(9)
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σL1−FCL = 1−
L2m
(Ls + a2LFCL)Lr
(10)
Figure 5b shows the variation of the leakage coefficient by changing the FCL’s impedance. As it is
clear by (9), by increasing the inductance of the FCL in the stator side, the value of rotor back-EMF
voltage decreases. Therefore, the RSC has a good controllability in order to counteract the stator flux
oscillations. However, the absolute value of the leakage coefficient significantly decreases and damps
by increasing the FCL’s inductive impedance. In fact, there is the possibility that the rotor transient
over-current is not restricted to an acceptable range. It should be mentioned that, by locating the FCL
in the stator side, the stator voltage is resumed to some extent. By placing the FCL in the rotor side, the
leakage coefficient is expressed as follows:
σL4−FCL = 1−
L2m − a2LFCLLs
LsLr
(11)
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Figure 5. (a) The non-controlled inductive fault current limiter [26]; and (b) the leakage coefficient
variation, with the FCL inductance variation in the stator and the rotor sides.
When the inductive FCL is located in the rotor side, the variation of the leakage coefficient is also
shown in Figure 5b. In order to find out the variation of the leakage coefficient, some points should be
considered. For the inductive FCL located in the rotor side, any impedance value lower or higher than
the intersection point of curves could result in good rotor transient over-current limitation. Otherwise,
the FCL could have an inverse impact on limiting the rotor transient over-current. As a result, if the
inductive FCL is going to be in the rotor side, its impedance should be lower or higher and far away
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than from the intersection point of the curves in order to achieve a good current limitation capability.
However, it should be noted that, from limiting the rotor transient over-current perspective, the
inductive FCL in the rotor side is more effective than placing the FCL in the stator side. Furthermore,
it should be noted that the rotor back-EMF voltage remains unchanged and, consequently, a rather
high electromagnetic torque oscillation might occur due to the weak controllability of the RSC on the
stator flux linkage. In addition, there is no possibility to restore the stator voltage.
4.1.2. Inductive-Resistive Type FCL: Optimized Located FCL
An optimized located FCL has been proposed in [27], and it is shown in Figure 6. The proposed
FCL has been placed in the DC link of the DFIG. However, the RSC switches are turned off during the
fault condition, and high-level fault currents pass through the high-rated anti-parallel diodes. The FCL
is resistive and is capable of limiting the fault current only in one direction. The FCLs’ resistance is
bypassed by a semiconductor switch during normal condition. To protect the semiconductor switches
in the FCL from over-voltage, a surge arrestor is connected in parallel with each switch of the FCL.
It should be noted that the optimized located FCLs can cause over-voltage on the RSC switches during
the switching in normal operation. To avoid this destructive voltage, auxiliary circuits should be
applied, which result in a high cost and large size.
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4.1.3. Resistive Type FCL: Thyristor Bridge Type FCL
A thyristor bridge type FCL with bypass resistor (BTFCL-BR) has been presented in [28]. Figure 7a
shows the BTFCL-BR. In [28], the stator side location has only been studied. The main advantage of
the BFCL-BR is the use of the NSC. Because of employing the NSC, there are high voltage spikes on
it, which affect the stator voltage and, consequently, generate severe stator flux and electromagnetic
torque oscillations during normal operation. Therefore, the bypass resistor (BR) has been proposed,
not only to restrict the high voltage spikes but also to eliminate the current harmonics in normal
operation of the power system. During the fault condition, after fault detection, the signal triggering of
the thyristors will go to the off state. So, before turning off the thyristors in the zero-current crossing,
the bypass resistor and the NSC restrict the stator fault current in the first instances of the fault.
After turning off all thyristors, the bypass resistance solely limits the stator fault current. Increasing
the resistance in the stator side decreases the time constant of the stator current and, in the meantime,
restricts the stator fault current in a good manner. The number of thyristor switches employed can be
a disadvantage for this configuration.
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4.1.4. Resistive Type FCL: Switch Type FCL (STFCL)
An STFCL has been proposed in [14], and it is shown in Figure 7b. The STFCL, compared to
the BTFCL, uses an inductor as a fault-current-limiting impedance instead of the BR. Furthermore,
instead of using a thyristor bridge, a diode bridge has been employed in the STFCL, which decreases
the installation cost. A snubber circuit has been used in order to utilize the inductor to suppress
the transient over-voltage on the semiconductor switch, when it goes to the off state after the fault
detection. After suppressing the first spikes by Cf, which is smaller than Ca, Ca absorbs the excess
energy in the stator until its voltage reaches a steady state. Afterwards, the current pass, in the DC
side of the diode bridge, is blocked and the inductor does its limiting operation. The STFCL’s impact
on the DFIG is the same as has been discussed for the non-controlled FCL located in the stator side.
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4.1.5. Resistive Type FCL: Variable Resistive Type FCL
In [29], a variable resistive type FCL (VR-FCL) has been placed in the PCC to improve the transient
stability of a hybrid power system, including the DFIG, a Photovoltaic (PV) plant, and a synchronous
generator. The configuration of the VR-FCL is similar to [30] and is shown in Figure 8a. However, to
make better transient stability improvement, the pre-fault conditions, including the pre-fault active
power of the hybrid generation units and fault location, have been taken into account. Regarding
the pre-fault conditions, to control the VR, three nonlinear controller schemes, including fuzzy logic
controller (FLC), static nonlinear controller (SNC), and an adaptive-network-based fuzzy inference
system (ANFIS) have been discussed. The operation of the ANFIS-based VR-FCL is better than the
FLC, and the FLC is better than the SNC. The factors to evaluate the operation of each controller are
the rotor speed deviation of the DFIG, the DC-link voltage deviation of the PV generator, and the load
angle deviation of the synchronous generator. The concept of the pre-fault conditions to achieve the
maximum transient stability has been previously proposed in [30]. However, it should be noted that
the dynamic behaviour of the DFIG is completely different than that of the other generation units [13].
As soon as the fault happens, especially the three-phase fault, the voltage drop on the FCL cannot be
enough due to the exponential current variation in the stator of the DFIG, particularly after damping
the stator current in the first cycles of the power system frequency.
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4.1.6. Resonance Type FCL: Parallel Resonance Type FCL
In [31], as shown in Figure 8b, a parallel resonance type FCL has been investigated and compared
to the bridge type FCL with parallel resistive-inductive shunt impedance. The idea of parallel resonance
type FCL has been proposed in [32]. In normal operation, the semiconductor switch is in the on state
and the parallel resonance is bypassed. After a fault occurrence, the semiconductor switch goes to the
off state. So, the fault current passes through the parallel impedance and is limited by the resonance
type FCL, which helps to enhance the FRT capability of the DFIG. Considering the assessment factors,
including the deviation of the wind farm terminal voltage, the active power of the wind farm, and the
rotor speed of the DFIG, the parallel resonance type FCL has better operation in comparison with the
bridge type FCL with parallel resistive-inductive shunt impedance.
4.2. Superconducting FCL
4.2.1. Inductive Type FCL: Superconducting Fault Current Limiter–Magnetic Energy Storage System
(SFCL-MES)
Although, the superconducting FCLs are not of interest for industry from an economical point of
view [28], many configurations have been proposed to employ the superconductor for the improvement
of the FRT capability of the DFIG. An SFCL-MES has been presented in [33,34]. Its configuration is
shown in Figure 9a. In addition to limiting the fault current, the SFCL-MES can smooth the active
power fluctuations and stabilize the DC-link voltage. The SFCL has been studied at both the rotor side
and the stator side. The SFCL-MES is able to control the superconductor (SC) stored energy and the
output power of the DFIG. As previously discussed, placing the inductive FCL either at the stator side
or at the rotor side has different impacts. By placing the inductive FCL at the stator side, the stator flux
oscillations are limited by decreasing the rotor back-EMF. However, as mentioned before, the rotor
transient over-current is not restricted well with the inductive FCL in the stator side, compared to the
inductive type FCL placed in the rotor side. In fact, locating the inductive type FCL in the rotor side
increases the leakage coefficient more than the inductive type FCL placed in the stator side. However,
it may decrease the RSC controllability due to the unchanged rotor back-EMF voltage.
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4.2.2. Inductive Type FCL: Active SFCL with Reactive Power Injection
An active SFCL, to compensate the voltage sag in the PCC and restrict the fault current level, has
been studied in [35], and is shown in Figure 9b. An air-core superconductive transformer is placed in a
series connection in the terminal of the DFIG. A three-phase converter with split DC-link capacitors
has been connected to the secondary side of the transformer. The converter injects a controlled value of
the current to compensate for the voltage drop on the PCC during the fault condition, and to surpass
the current level. However, in this configuration, the cost of the superconductor and converter should
be taken into account.
4.2.3. Resistive Type FCL: DC-Resistive SFCL
In [36,37], a DC-resistive SFCL, shown in Figure 10a, is placed in the PCC to limit the fault current
level. There is no novelty, both in the configuration and in the control of the FCL. Furthermore,
as mentioned, using the SC increases the installation cost of the structure. In fact, the commercial
application of the SFCL might be unavailable due to its high cost.
4.2.4. Resistive Type FCL: Resistive-Flux-Coupling Type SFCL
A resistive-flux-coupling type SFCL has been proposed in [38], and is shown in Figure 10b.
The SFCL consists of a coupling transformer, an SC, and a semiconductor switch (S1). Furthermore,
an arrestor is employed to overcome the overvoltage in switching instances. In normal operation, S1 is
closed and if the coupling coefficient is supposed to be one, then the FCL’s impedance is almost zero.
When a fault happens, S1 goes to the off state and the overvoltage is restricted by the arrestor. The SC
enters into the fault current pass to limit the current level. It should be noted that placing a resistive
impedance in the stator side can be much more effective than in the rotor side, due to the voltage sag
compensation and the greater active power absorption. The resistive type FCL in the stator side limits
both the stator and rotor currents effectively.
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4.2.5. Resistive Type FCL: Resistive Type SFCL with Transient Voltage Control (TVC)
Different configurations of the resistive type SFCL have been placed at the terminal of the DFIG.
A resistive type SFCL, cooperated with TVC in the DFIG converters, has been studied in [39]. It has
been mentioned that the voltage sag compensation by TVC or the fault current limiting characteristics
of the SFCL cannot solely improve the PCC voltage during the fault condition. Post-fault voltage sag
compensation in the PCC, by employing the SFCL as a passive voltage compensator, results in a much
more reactive power injection by the converters, which act as an active voltage compensator.
4.2.6. Resistive Type FCL: Superconducting Magnetic Energy Storage (SMES) with the SFCL
In [40], instead of employing the TVC in the converters, an SMES has been applied together with
the SFCL, as shown in Figure 11a. The main application of the SMES is to smooth the active power
fluctuation after the fault current limiting by the SFCL. However, in [39], it has been noted that the
SFCL is not solely able to effectively improve the PCC voltage.
In [41], the authors modified the configuration of the SFCL-SMES studied in [40]. Instead of
utilising two separate SCs (one in the SFCL and another in the SMES), one common SC has been
employed in two DC choppers, as shown in Figure 11b. During fault condition, the DC chopper of the
FCL enters into the fault current path. After fault removal, the DC chopper of the SMES operates, and
the remaining active power fluctuations are restricted as discussed in [40].
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Figure 11. (a) The superconducting magnetic energy storage (SMES) together the SFCL [40]; and (b) the
superconducting fault current limiter with superconducting magnetic energy storage, with common
superconductor [41].
4.2.7. Resistive Type FCL: Resistive Type SFCL in the Rotor Side
In addition to placing the resistive type SFCL in the terminal of the DFIG, different configurations
have been located in the rotor side. In [42,43], the proposed resistive type SFCL in the rotor side operates
effectively to limit the rotor transient over-current. Meanwhile, due to active power consumption in
the rotor side, the DC-link over-voltage is avoided. However, the RSC controllability gets worse in
practice, as mentioned before. Although, the voltage dip in the PCC has been improved by the SFCL
in the rotor side, the SFCL in the stator side, either inductive or resistive, has a better performance for
voltage sag compensation compared to the rotor side.
In [44], a resistive solid state FCL has been studied in the rotor side. The FCL is composed of
antiparallel semiconductor switches, which are employed to bypass or insert the resistance. The FCL
operates as a passive compensator to aid the converters to act as an active compensator, as previously
discussed in [40].
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4.3. Series Dynamic Braking Resistor
An SDBR can be used to improve the FRT capability of the DFIG. The SDBR is placed in different
locations and its impact evaluated. In [45], the SDBR is connected in series with the rotor. The rotor
currents have been employed to trigger the SDBR and the active crowbar. The important advantage of
the SDBR is to decrease the number of switching operations of the crowbar, which avoids the DFIG
operating as a squirrel-cage induction generator during the fault condition. Furthermore, due to
limiting the rotor over-current, the frequent performance of the DC braking chopper decreases. This
means that the charging current of the DC-link capacitor is reduced by the operation of the SDBR. It
should be mentioned that the RSC switching stopped with the SDBR operation. Meanwhile, the SDBR
in the rotor side reduces the rotor controllability.
In [46,47], the SDBR is placed at the stator side of the DFIG. Its operation has been compared
to the DC braking chopper. As discussed, the current control limiting devices in the stator side are
effective for the voltage sag compensation. A summary of advantages and disadvantages of the fault
current limiting devices are presented in Table 1.
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Table 1. A summary of characteristics of the fault current limiting devices.
FCL Type Location ImpedanceType
Rotor
Transient
Over-Current
Limitation
Stator Fault
Current
Limitation
Excess Active
Power
Evacuation
Terminal Voltage
Sag
Compensation
Rotor Switching
State during the
Fault
Operation on
Different Types
of Fault
Components SC. Cost
SFCL-MES L1 and L4 Inductive L1: Yes (G.)L4: Yes (E.)
L1: Yes (E.)
L4: Yes (G.) No
L1: Yes (G.)
L4: No
Continuous with
different control,
good
controllability of
the RSC in L1
Not effective in
asymmetrical
faults
I-T*1
Diodes*6(CSC)*8(VSC)
Inductor*1
S-S*0(CSC)*2(VSC)
Yes High
Switch Type
FCL L1 Inductive Yes (G.) Yes (E.) No Yes (G.)
Continuous with
good RSC
controllability
Not effective in
asymmetrical
faults
I-T*1
Diode*6
Inductor*1
S-S*1
A snubber circuit
No Low
Active SFCL
with Reactive
Power
Injection
L2 Inductive Yes (G.) Yes (E.) No Yes (G.)
Continuous with
good RSC
controllability
Effective for all
fault types
I-T*1(superconductive)
A low pass filter
S-S*6
A split DC-link capacitors
Yes High
DC Resistive
FCL L2 Resistive Yes (G.) Yes (E.) Yes Yes (G.)
Continuous with
good RSC
controllability
Effective for all
fault types
Diodes*12
SC*3 Yes High
Resistive Flux
Coupling Type
SFCL
L1 and L4 Resistive L1: Yes (E.)L4: Yes (G.)
L1: Yes (E.)
L4: Yes (G.) Yes
L1: Yes (G.)
L4: No
Continuous with
different control,
good
controllability of
the RSC in L1
Effective for all
fault types
Coupling Transformer*3
SC*3
S-S*3
Arrestor*3
Yes High
Resistive Type
SFCL with
SMES
L2 Resistive Yes (G.) Yes (E.) Yes Yes (E.)
Continuous with
good RSC
controllability
Effective for all
fault types
Parallel Transformer*1
S-S*7
SC.*4
Diode*1
Capacitor*1
Yes High
Resistive Type
SFCL with
Transient
Voltage
Control
L2 Resistive Yes (G.) Yes (E.) Yes Yes (E.)
Continuous with
TVC, good
controllability of
the RSC
Effective for all
fault types SC.*3 Yes High
I–T: Isolation Transformer; S-S: Semiconductor Switch; Li: Location no.; E.: Excellent; G.: Good; SC.: Superconductor.
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Table 1. Cont.
FCL Type Location ImpedanceType
Rotor
Transient
Over-Current
Limitation
Stator Fault
Current
Limitation
Excess Active
Power
Evacuation
Terminal Voltage
Sag
Compensation
Rotor Switching
State during the
Fault
Operation on
Different Types
of Fault
Components SC. Cost
Resistive Type
SFCL, SMES
with Common
SC
L2 Resistive Yes (G.) Yes (E.) Yes Yes (E.)
Continuous with
good RSC
controllability
Effective for all
fault types
S-S*18
SC.*3
Diode*12
Capacitor*3
Yes High
Thyristor
Bridge Type
FCL with
Bypass
Resistor
L1 Resistive Yes (G.) Yes (E.) Yes Yes (E.)
Continuous with
good RSC
controllability
Not effective in
asymmetrical
faults
I-T*1
Diode*1
Thyristor*6
Bypass resistor*3
Inductance*1
No Low
Variable
Resistive Type
FCL
L2 Variableresistance Yes (G.) Yes (E.)
Yes, controlled
active power
absorption
Yes (E.) Continuous
Not effective in
asymmetrical
faults
I-T*1
Diode*6
Inductor*1
S-S*1
Resistance*1
No Low
Optimized
Located FCL L3 Resistive-inductiveYes (E.) Yes (G.)
Yes, the rotor
active power No Blocked
Effective for all
fault types
S-S*2
Resistance*2
Inductance*2
Arrestor*2
No Low
Non-controlled
FCL L1 and L4 Inductive
L1: Yes (G.)
L4: Yes (E.)
L1: Yes (E.)
L4: Yes (G.) No
L1: Yes (G.)
L4: No Continuous
Effective for all
fault types
I-T*1
Diode*6
Inductor*1
No Low
Parallel
Resonance
Type FCL
L2 Resonance Yes (G.) Yes (E.) Yes Yes (E.) Continuous Effective for allfault types
S-S*3
Diode*15
Inductance*6
Capacitance*3
No Low
SDBR L1 and L4 Resistive L1: Yes (G.)L4: Yes (E.)
L1: Yes (E.)
L4: Yes (G.) Yes
L1: Yes (G.)
L4: No Blocked
Effective for all
fault types
Resistance*3
Thyristor*6 No Low
I–T: Isolation Transformer; S-S: Semiconductor Switch; Li: Location no.; E.: Excellent; G.: Good; SC.: Superconductor.
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5. Simulation Results
In this section, the impact of the different locations and the type of impedance for the FCLs are
studied. From the FCL’s operation point of view, they should have a very low impedance during
normal condition, fast response after fault detection, high impedance value during the fault, and
also fast recovery time after fault removal. However, various configurations of the FCLs are slightly
different in the characteristics mentioned above. For instance, regarding the configuration of the FCLs,
some types of FCLs are superconductive, but then have almost zero impedance in normal operation.
Whilst for the other types, there is a small impedance. Meanwhile, the FCLs may have different
response and recovery times considering their configurations.
However, it should be mentioned that after fault occurrence and during the fault steady state,
all FCLs should have a high impedance value and the only difference should be related to the
impedance type. Therefore, the type of impedance and its impact on the operation of the DFIG
and the FRT enhancement were considered at three different locations, including the stator side,
the rotor side, and the terminal side. The DC-link location has the same effect as the rotor side location.
So, in order to avoid proliferation, location three was not mentioned. The DFIG was connected to the
grid through a three-phase transformer and a transmission line. The parameters of the simulation are
presented in Table 2. To have a reasonable comparison, the impedance values for the resistive and
inductive type FCLs were the same. Meanwhile, to demonstrate how the FCL’s impedance, either as
an inductive or a resistive, could affect the RSC controllability, the impedance value was chosen in
regards to the FCL impact on the stator side. As discussed, the resistive type FCL in the stator side
has a very effective operation because of voltage sag compensation, excess active power consumption,
and also increasing the RSC controllability. Therefore, the resistive type FCL in the stator side was
selected as a reference to calculate the impedance value.
Table 2. Simulated DFIG Specifications.
The DFIG and Transformer
Rated power 2 MW
Three-phase transformer 0.69/34.5 kV, 60Hz, 5MVA
Rated stator voltage 690 V
Rated frequency 60 Hz
Stator leakage inductance 0.12 p.u.
Rotor leakage inductance 0.12 p.u.
Magnetising inductance 3.45 p.u.
Stator to rotor turns ratio 0.35
Stator resistance 0.011 p.u.
Stator inductance 0.012 p.u.
Nominal wind speed 13 m/s
The DC Chopper
Rated DC-link voltage 1200 V
DC chopper resistor 0.5 Ω
DC bus capacitor 50 mF
DC-link activation threshold voltage 1.1 p.u.
Transmission Lines
Length 30 km
Line impedance 0.01 + j0.1 Ω/km
Resistance of grid side filter 0.3 p.u.
Reactance of grid side filter 0.003 p.u.
As mentioned, the different locations have different impacts on the FRT improvement of the DFIG.
In this section, the rotor and stator currents are shown in Figure 12.
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At first, the inductive type FCL was placed at three locations in the DFIG. The results are presented
in Figure 12. The value of the inductance was less than the intersection point inductance value of the
leakage coefficient curves presented in Figure 5b. Therefore, it can be concluded that the absolute value
of the leakage coefficient for the inductive FCL in the rotor side was higher than for the inductive FCL
in the stator side. As a result, considering Figure 12 and the discussion in Section 4.1, it is expected that
the inductive FCL in the stator side, the rotor side, or the terminal side has almost the same impact on
the stator current. Regarding the rotor current shown in Figure 12, for the inductive FCL placed in
the rotor side, the rotor fault current level in the steady state of the fault was less than the other FCL
locations, due to the high leakage coefficient value shown in Figure 5b. This point has been discussed
in Section 4.1.
The impacts of the resistive type FCL for the three locations are shown in Figure 13. As mentioned,
the operation of the FCL with resistive impedance in the stator side was the most effective one in
limiting both the stator and rotor currents level. The resistive impedance in the stator side was capable
of compensating for the voltage sag in the DFIG terminal, and was also able to absorb excess active
power during the fault condition. For the FCL at the terminal side, its impact was almost the same
as the FCL placed at the stator side. Regarding Figure 12, due to decreasing the RSC controllability
by employing the FCL at the rotor side, there was a high current level in both the stator and rotor
sides. However, in order to achieve a good fault current limitation in the rotor side by the FCL, a high
impedance value should be employed in the FCL, either in the inductive type FCL or the resistive
type FCL.
Considering the results provided for the rotor and the stator currents, the inductive FCL almost
had the same impact on the stator current and the rotor current regardless of its location. However,
it should be noted that the FCL located in either the stator side or the terminal side had the capability
of compensating for the voltage sag in the terminal of the DFIG as well as increasing the RSC
controllability. The resistive FCL was most effective in enhancing the FRT capability of the DFIG if it
was located in the stator side or the terminal side. Like the inductive FCL, located in the stator or the
terminal sides, the resistive FCL could compensate the voltage sag in the terminal and increase the RSC
controllability. But, the resistive FCL, located in the stator side or the terminal side, compared to the
inductive FCL, located in the stator side or the terminal side, was able to consume excess active power
during the fault condition. In fact, from the FRT capability enhancement point of view, the resistive
FCL placed in the stator or the terminal sides had the best operation.
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6. Conclusions
In this paper, a review was carried out on the improvement of the fault ride-through capability of
the doubly-fed induction generator by use of fault current limiting devices. Almost all of the types
of fault current limiters, employed in the fault ride-through of the doubly-fed induction generator,
have been discussed. For all prototypes, their cost and the impact of their operation on rotor transient
over-current limitation, stator current limitation, excess active power evacuation, and terminal voltage
sag compensation have been analysed and provided in Table 1. With respect to the comparison, the best
operation is granted to the resistive type fault current limiter located in the stator side, due to the
voltage sag compensation capability in the doubly-fed induction generator terminal, the excess active
power consumption, and the increase in controllability of the rotor side converter. As all fault current
limiters have the same performance after fault detection, the operation of the fault current limiters was
simulated in regards to their location in the doubly-fed induction generator and the impedance types.
Three main locations, including the stator side, the rotor side, and the terminal side, were taken into
account. Furthermore, for all three locations, the inductive and resistive type fault current limiters
were placed, and their impacts on the rotor and stator current limitations were discussed. Regarding
the simulation, it was demonstrated that the resistive type fault current limiter placed in the stator
side was the most effective fault current limiter in enhancement of the doubly-fed induction generator.
For future works, in order to achieve a good fault current limitation with the fault current limiter at the
rotor side, the fault current limiter should utilise a high impedance value compared to the fault current
limiter located in the stator side. In addition, for fault current limiters in the stator side, a resistive type
FCL should be utilised in order to achieve a good fault ride-through capability enhancement in the
doubly-fed induction generator.
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FRT Fault Ride-Through
DFIG Doubly-Fed Induction Generator
RSC Rotor Side Converter
PCC Point of the Common Coupling
FCLs Fault Current Limiters
SDBRs Series Dynamic Braking Resistors
GSC Grid Side Converter
EMF Electromotive Force
SFCL-MES Superconducting Fault Current Limiter–Magnetic Energy Storage System
TVC Transient Voltage Control
SMES Superconducting Magnetic Energy Storage
STATCOM Static Synchronous Compensator
DVR Dynamic Voltage Restorers
BTFCL-BR Thyristor Bridge Type FCL with Bypass Resistor
NSC Non-Superconductor
STFCL Switch Type FCL
VR-FCL Variable Resistive Type FCL
FLC Fuzzy Logic Controller
SNC Static Nonlinear Controller
ANFIS Adaptive-Network-Based Fuzzy Inference System
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